BID PROJECT NO. 0202.12
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MULTI-AGENCY GREEN FLEET FUELING STATIONS
MT. READ OPERATIONS CENTER
CITY OF ROCHESTER

BID PROJECT NO. 0202-12
ADDENDUM NO. 1

MARCH 2, 2012

BIDDERS:

This Addendum forms a part of the Contract Documents and modifies the original Documents dated February
2012. Acknowledge receipt of the Addendum in the space provided on the Proposal form; failure to do so may
subject the Bidder to disqualification.

CLARIFICATION

In clarification, Bidders are directed to Pages 12 A 74 through 12 A 75 in Appendix 12 for “Requirements
Regarding Training in Federal Aid Contracts™ that apply to this Contract.

L CHANGES TO SPECIFICATIONS:
SUMMARY OF QUANTITES
1. Page S-1 and S-2, DELETE Summary of Quantities in its entirety and SUBSTITUTE
THEREFOR, the attached revised Summary of Quantities.
2. Page S-5, DELETE Item 04 “Underground Duct Bank” in its entirety.
NOTICE TO BIDDERS
3. Page NB-1, under 1 paragraph, DELETE bid date “Wednesday, March 7, 2012 and
SUBSTITUTE THEREFOR bid date “Friday, March 9, 2012,
PROPOSAL
4. Page P-1, bottom of page, DELETE “Anticipated Date, Notice to Proceed: March 22, 2012” and
SUBSTITUTE THEREFOR “Anticipated Date, Notice to Proceed: April 9, 2012”,
5. Page P-21, top of page, “Alternate No. 2”, DELETE the last sentence in its entirety and
SUBSTITUTE THEREFOR “Per DOT Item Numbers 606.10, 606,100001 and 606.120201".
6. Page P-22 through P-30, “Bid Sheets (Base Bid) Contract No. 1 — General Construction”,
DELETE in its entirety and SUBSTITUTE THEREFOR the attached revised Bid Sheets “Page
P-22R through P-30R (Base Bid) Contract No. 1 — General Construction”.
7. Page P-36, “Bid Sheets (Base Bid) Contract No. 2 — Electrical Construction”, DELETE “Item 04

Underground Duct Bank” itemized pay item in its entirety.
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SPECIAL CONDITIONS

8. Page SC-8, Article 12, “GC #43 — Shop Drawings”, ADD the following:
“Provide a copy of the manufacturer’s warranty, including warranty period, local contact person
and contact information with telephone number, for all equipment supplied on this project.
Equipment shall include, but is not limited to, fuel tanks, pumps, motors, dispensers, fuel
management system, fuel monitoring system, CNG system, and all associated accessories and
appurtenances.”
SECTION 01230
9. Page 01230-2, Article 3.1.2, under Alternative No. 2, DELETE the last sentence in its entirety
and SUBSTITUTE THEREFOR “Guiderail shall be as specified under DOT Item No. 606.10,
606.10001 and 606.120201.”
SECTION 05500
10. Page 05500-1, Article 1.2.1, DELETE in its entirety and SUBSTITUTE THEREFOR “Anchor

Bolts: Installed under DOT No. 555.0105 and 555.0511.”

SECTION 15486

11.

125

13.

14.

15,

16.

Page 15486-5, Article 2.2.2, ADD the following sentence to the end of the paragraph, “Catwalk
and handrail system shall be OSHA compliant and include a ships ladder at the end of each tank
with the catwalk and handrail extending the length of the tank. Tank manufacturer shall provide
and install catwalk, handrail and ships ladder as an accessory to the Aboveground Storage Tank.”

Page 15486-6, Article 2.3.1, DELETE the third sentence in its entirety and SUBSTITUTE
THEREFOR “The Tank shall include a manufacturer provided fiberglass 30-inch diameter
manway, extensions as necessary, 48-inch secondary containment collar and tank sump, and
hydrostatic monitoring accessories.”

Page 15486-7, Article 2.3.2, ADD the following sentence, “Provide tank with brine filled
interstitial space for secondary containment leak detection.”

Page 15486-7, Article 2.4.1, DELETE in its entirety and SUBSTITUTE THEREFOR “Diesel
Fuel and Biodiesel Dispenser: Provide single-product, dual-nozzle, island-mounted dispensing
system consisting of two (2) lane oriented nozzles with one oriented towards each side of the
fueling island, high-hose retractors, and internal filter suitable for the handling of diesel fuel and
biodiesel (B20). Dispensers shall be nominal 22 gpm capacity per nozzle with a minimum hose
fueling radius of 12 feet (at grade), 1-inch hardwall dispensing hose with automatic closing type
deadman nozzle, breakaway fittings, and double joint hose swivel. Dispensers and all
components shall be compatible with diesel fuel and biodiesel (B20).”

Page 15486-7, Article 2.4.2, DELETE in its entirety and SUBSTITUTE THEREFOR “Gasoline
and E-85 Ethanol Dispenser: Provide single-product, dual-nozzle, island-mounted dispensing
system consisting of two (2) lane oriented nozzles with one oriented towards each side of the
fueling island, high-hose retractors, and internal filter suitable for the handling of gasoline and
ethanol (E-85). Dispensers shall be nominal 14 gpm capacity per nozzle with a minimum hose
fueling radius of 12 feet (at grade), %-inch hardwall dispensing hose with automatic closing type
deadman nozzle, breakaway fittings, and double joint hose swivel. Dispensers and all
components shall be compatible with gasoline and ethanol (E-85).”

Page 15486-9, Article 2.6, DELETE in its entirety and SUBSTITUTE THEREFOR “Spill Kits:
Provide oil-only spill kit capable of containing and absorbing a minimum of 52 gallons of spilled
gasoline or diesel fuel. Provide E-85 ethanol spill kit capable of containing and absorbing a
minimum of 52 gallons of spilled ethanol. Provide one spill kit of each type on each fuel island
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and one of each type at the remote fill station. Spill kits to be supplied in high-visibility UV
protected weather tight containers or weather tight over pack container with high-visibility UV
protective cover. E85 spill kits and covers shall be high visibility green color and labeled “For
Use with E85 Spills Only™, oil-only spill kits and covers shall be high visibility yellow color and
labeled For Use Gasoline, Diesel Fuel & Biodiesel Spills”. Manufacturer of oil-only kit shall be
as by PIG, Kit 402, or equal. Manufacturer of the E-85 ethanol spill kit shall be as by PIG, Kit
302, or equal.”

17. Page 15486-20, Article 3.2.1.1, DELETE in its entirety and SUBSTITUTE THEREFOR “The
temporary storage tanks shall be located fifty (50) feet (minimum) from the nearest regularly
occupied building on site and installed on a stable foundation.”

SECTION 15488

18. Page 15488-3, Article 1.4, DELETE in its entirety and SUBSTITUTE THEREFOR “Related
Work: For excavation, backfill and concrete, see DOT Item numbers, for fuel storage, fuel
management and dispensing see Section 15486 “Fuel Storage and Dispensing Systems”, for all
electrical work see Division 16 and DOT Item numbers.”

19. Page 15488-5, Article 2.2.1.1, DELETE in its entirety and SUBSTITUTE THEREFOR
“Compressor: Furnish and install two (2) skid-mounted, electric drive, lubricated reciprocating
compressors, four-stage compression, air-cooled intercoolers and aftercoolers, V-belt drive,
pressure lubricated crank case with capacity for 252 SCFM at 4,500 psig discharge from an inlet
condition of 30 psig. Compressor drives shall be UL-approved, TEFC electric motors, rated for
installation in a Class I, Division II, Group D hazardous area, 125 Bhp, 480V, 60 Hz, 3 Phase,
1800 rpm, and premium efficiency rating. Motor starters and disconnects, and 120V
transformers shall be provided in NEMA 3R enclosures for remote mounting in a non-hazardous
area. Compressor package shall be as manufactured by ANGI Energy Systems Model NG150E,
or equal.

20. Page 15488-7, Article 2.2.2.1, second line, DELETE “STV24NGX-autodew” and
SUBSTITUTE THEREFOR “STV24NGX-3 autodew”.

21. Page 15488-7, Article 2.2.3.1, DELETE second sentence in its entirety and SUBSTITUTE
THEREFOR “Dispenser shall be equipped with two (2) fast fill fleet dispensing hoses with
nozzle and breakaway connectors, one CT1000 nozzle and one high flow CT5000 nozzle,
specifically designed for use with compressed natural gas.”

22. Page 15488-7, Article 2.2.3.2, DELETE in its entirety and SUBSTITUTE THEREFOR
“Dispensers shall be non-sequencing type with -inch inlet and 17 outlet connections, check
valves, coalescing filters, flow meters, and actuated ball valves, and 1-inch priority panel.”

SECTION 15495
23. Page 15495-3, Article 1.3, “Related Requirements”, DELETE in its entirety.

24. Page 15495-10, Article 3.3, DELETE in its entirety and SUBSTITUTE THEREFOR “Provide
manufacturer’s warranty for all underground containment piping systems (including sumps).”

IL CHANGES TO DRAWINGS
DRAWING G-1 MT. READ OPERATIONS CENTER MAINTENANCE & PROTECTION OF TRAFFIC

23 DELETE the “PROJECT SIGN” detail in its entirety and SUBSTITUTE THEREFOR the
Project Sign detail on Figure SK-5 as attached to this Addendum No. 1.
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DRAWING G-2 MT. READ OPERATIONS CENTER SITE DEMOLITION PLAN

26.

27

ADD Note 3 to the GENERAL NOTES: “3. REMOVE EXISTING FUEL DISPENSERS,
SUMPS, CARD READERS, BOLLARDS (AT FUEL DISPENSER ISLANDS ONLY) AND
APPURTENANCES COMPLETE.”

ADD Note 5 to the GENERAL NOTES: “5. DETERMINE EXACT LOCATION OF
EXISTING ELECTRICAL DUCT BANK BY HAND EXCAVATION OF TEST PITS ALONG
EAST SIDE OF EXISTING FUELING STATION AND THROUGH GRASS AREA TO BE
REMOVED. EXPOSE THE EXISTING ELECTRICAL DUCT BANK PRIOR TO
COMMENCEMENT OF ANY EXCAVATION WORK AND PROVIDE THE ENGINEER
WITH EXISTING LOCATIONS AND ELEVATIONS. EXPOSURE OF EXISTING
ELECTRICAL DUCT BANKS SHALL BE MINIMAL AND ONLY TO THE EXTENT
NECESSARY FOR PROPOSED CONSTRUCTION.”

DRAWING G-3 MT. READ OPERATIONS CENTER REMEDIAL PLAN

28.

DELETE “ITEM 205.050101" from Note 5 of the REMEDIAL NOTES, and SUBSTITUTE
THEREFOR “ITEM 205.050201".

DRAWING G-4 MT. READ OPERATIONS CENTER TEMPORARY FUEL SITE PLAN

29.

30.

ADD the following sentence to Note 1 of the GENERAL NOTES: “CONTRACTOR SHALL
REMOVE ALL TEMPORARY FUELING EQUIPMENT AND SYSTEMS, UNLESS
SPECIFICALLY NOTED OTHERWISE, UPON ACCEPTANCE AND OPERATION OF THE
NEW DIESEL, BIODIESEL, UNLEADED AND E-85 FUELING STATION, AT NO
ADDITIONAL COST TO THE OWNER.”

DELETE Note 1 of the KEYED NOTES, TEMPORARY FUELING SYSTEM, in its entirety
and SUBSTITUTE THEREFOR, “1. OWNER SHALL PROVIDE A SUBPANEL TO THE
EXISTING PANEL ‘SS-LP1’ ON THE SOUTHWEST CORNER OF THE SEASONAL
STORAGE BUILDING 101. PROVIDE (2) TWO 20 AMP CIRCUIT BREAKERS IN
SUBPANEL. MATCH EXISTING TYPE AND KAIC RATING. BREAKERS TO BE USED
FOR TEMPORARY RADIO, ANTENNA EQUIPMENT AND TEMPORARY CARD
READER/ISLAND TERMINAL. NEW BREAKERS TO BE LEFT IN SUBPANEL FOR
FUTURE USE UPON TERMINATION OF THE TEMPORARY FUELING SYSTEM.

DRAWING G-5 MT. READ OPERATIONS CENTER SITE PLAN

31.

32.

DELETE ITEM 613.02 at all “Grass Area” notes and SUBSTITUTE THEREFOR, “ITEM
610.0203”,

CONTROL JOINT PLAN, add control joints to concrete slabs in locations as shown on Figure
SK-1 as attached to this Addendum No. 1.

DRAWING G-6 MT. READ OPERATIONS CENTER SITE PLAN

33.

34.

DELETE Note 5 of the “STRUCTURAL NOTES CONCRETE:" in its entirety and
SUBSTITUTE THEREFOR, “AIR CONTENT — ALL SLAB ON GRADE AND EXTERIOR
CONCRETE SHALL BE AIR ENTRAINED.”

Under TYPICAL UNDERGROUND TANK SECTION 2, DELETE “HDPE TANK TOP

SUMP WITH WATERTIGHT COVER” and SUBSTITUTE THEREFOR, “TANK TOP SUMP
WITH WATERTIGHT COVER™.
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35.

36.

37.

38.

Under UNDERGROUND TRANSITION SUMP detail DELETE “BALL VALVE AND
TRANSITION FROM STAINLESS STEEL TO HDPE FUEL PIPING (TYP)” and
SUBSTITUTE THEREFOR “BALL VALVE AND TRANSITION FROM ABOVEGROUND
TO UNDERGROUND FUEL PIPING (TYP)".

Under UNDERGROUND TRANSITION SUMP detail DELETE “FIBERGLASS
UNDERGROUND TRANSITION SUMP” and SUBSTITUTE THEREFOR,
“UNDERGROUND TRANSITION SUMP™.

Under TYPICAL UNDERGROUND TANK SECTION 2, DELETE “(PRESSURE/VACUUM
TYPE FOR UNLEADED TANK)” and SUBSTITUTE THEREFOR, “(PRESSURE/VACUUM
TYPE FOR GASOLINE TANK)”.

Under TYPICAL UNDERGROUND TANK SECTION 2, DELETE “NEW VAPOR
RECOVERY PORT WITH SEALABLE COVER (UNLEADED ONLY)” and SUBSTITUTE
THEREFOR, “NEW VAPOR RECOVERY PORT WITH SEALABLE COVER (GASOLINE
ONLY)".

DRAWING G-8 MT. READ OPERATIONS CENTER SITE DETAILS

39.

40.

41.

42.

43,

Under TYPICAL TRENCHING AND RESTORATION detail, DELETE “ITEM 613.02” and
SUBSTITUTE THEREFOR, “ITEM 610.0203".

In SECTION 3, DELETE “NEW 42” @ HS-20-44" and SUBSTITUTE THEREFOR, “NEW
48" © HS-20-44".

In SECTION 3, DELETE “42” CONTAINMENT COLLAR, FIBERGLASS SUMP AND 22”
MANWAY” and SUBSTITUTE THEREFOR, “48” CONTAINMENT COLLAR,
FIBERGLASS SUMP AND 30” MANWAY™.

Under FUEL DISPENSER SUMP detail, DELETE “HDPE DISPENSER SUMP” and
SUBSTITUTE THEREFOR, “DISPENSER SUMP”.

Under FUEL DISPENSER SUMP detail, DELETE “1-1/2” S.S. FLEXIBLE CONNECTOR” in
and SUBSTITUTE THEREFOR, “S.S. FLEXIBLE CONNECTOR™.

DRAWING E-6 ELECTRICAL SCHEMATICS AND DISCONNECT SCHEDULE

44,

DELETE ITEM “MSD” from DISCONNECT SCHEDULE and SUBSTITUTE THEREFOR,
“MSD-CNG?” as seen on figures SK-2, SK-3, and SK4. MSD-CNG to be 800AMP heavy-duty
safety switch. MSD-CNG shall be rated for 480V, NEMA 3R, contain 800AMP RIK35 fuses.
Supply MSD-CNG with neutral and ground bars. MSD-CNG to be padlockable in on and off
position as well as labeled “Service Entrance”.

DRAWING E-9 ELECTRICAL DETAILS AND CNG PLANS

45. DELETE “CNG NEW WORK — ONE-LINE DIAGRAM?” and SUBSTITUTE THEREFOR,
“REVISED CNG NEW WORK — ONE-LINE DIAGRAM?” as shown on fiugres SK-2, SK-3,
and SK-4.

46. DELETE “PANEL MDP” schedule and SUBSTITUTE THEREFOR, “PANEL MDP” as shown
in the attached schedule.

Attachments
END OF ADDENDUM NO. 1
Addendum No. 1 March 2, 2012
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DATE

REVISED SUMMARY OF QUANTITIES (BASE BID)

FEBRUARY 2012

MULTI-AGENCY GREEN FLEET FUELING STATION - MT. READ OPERATIONS CENTER, PIN 4755.06
MONROE COUNTY, NEW YORK

ITEM DESCRIPTION UNITS QUANTITY
201.06 CLEARING AND GRUBBING LS 4
202.19 REMOVAL OF SUBSTRUCTURES cY 15
203.02 UNCLASSIFIED EXCAVATION AND DISPOSAL CY 1,217
203.03 EMBANKMENT IN PLACE CY 230
203.07 SELECT GRANULAR FILL cY 980
203.25 SAND BACKFILL CcY 50
205.0201 SEGREGATION AND STORAGE OF CONTAMINATED SOIL LS 1
205.0401 PETROLEUM CONTAMINATION PARAMETER ANALYSIS EACH 10
205.050201 DISPOSAL OF CONTAMINATED NON-HAZARDOUS WASTE SOIL TON 1,840
206.01 STRUCTURE EXCAVATION cY 720
206.02 TRENCH AND CULVERT EXCAVATION CY 285
207.20 GEOTEXTILE BEDDING SY 300
209.13 SILT FENCE - TEMPORARY LF 200
304.15 SUBBASE COURSE, OPTIONAL TYPE CY 25
403.118902 ASPHALT TYPE 1 DENSE BASE COURSE CY 250
403.138902 ASPHALT BINDER COURSE Cy 50
403.178202 ASPHALT TOP COURSE TYPE 6 FS2 CY 50
520.5014008 SAWCUTTING, ASPHALT PAVEMENT, ASPHALT SURFACE COURSE, CONCRETE PAVEMENT OR ASPHALT OVERLAY LE
ON CONCRETE PAVEMENT 450
552.16 EXCAVATION PROTECTION SYSTEM LS 1
555.0105 CONCRETE FOR STRUCTURES, CLASS A CY 175
555.0511 CLASS E CONCRETE CY 280
564.510001 STRUCTURAL STEEL LB 20,000
582.05 REMOVAL OF STRUCTURAL CONCRETE CY 35
594.03 TIMBER AND LUMBER CF 5
603.9804 SMOOTH INTERIOR CORRUGATED POLYETHYLENE STORM DRAIN 4 INCH LF 60
603.9812 SMOOTH INTERIOR CORRUGATED POLYETHYLENE STORM DRAIN 12 INCH LF 35
604.30199 RECTANGULAR DRAINAGE STRUCTURE TYPE S EACH 2
605.1001 UNDERDRAIN FILTER, TYPE Il CcY 125
608.0101 CONCRETE SIDEWALKS AND DRIVEWAYS CY 13
609.0204 STONE CURB GRANITE TYPE D LF 350
609.0402 CAST IN PLACE CONCRETE CURB LF 200
610.0203 ESTABLISHING TURF ACRE 0.15
613.0101 TOPSOIL cYy 30
615.880204 BOLLARD, FIXED (GALVANIZED) EACH 33
615.880404 BOLLARD, MOVABLE (GALVANIZED) EACH 32
619.01 BASIC WORK ZONE TRAFFIC CONTROL LS 1
619.1701 TEMPORARY CONCRETE BARRIER, (UNPINNED) LF 25
620.02 STONE FILLING (FINE) CY 30
629.02XX PETROLEUM STORAGE TANK CLOSURE EACH 6
645.5102 GROUND MOUNTED SIGN PANELS LESS THAN OR EQUAL TO 30 SF WITH Z-BARS SF 71.4
645.5103 GROUND MOUNTED SIGN PANELS GREATER THAN 30 SF WITH Z-BARS SF 97
645.81 TYPE A SIGN POSTS EACH 15
647.01 REMOVAL OF SIGNS - SIZE A (0-10 SQUARE FEET) EACH 11
655.0901 PARALLEL BAR FRAME 10 PCB & PARALLEL BAR GRATE 10 PCB EACH 2
655.1202 MANHOLE FRAME AND COVER EACH 7
01 DEMOLITION OF UNDERGROUND FUEL, VENT, HYDRAULIC & COMPRESSED AIR PIPING, DISPENSERS, FUEL LS
MANAGEMENT SYSTEM, STORAGE TANK MONITORING SYSTEM, AND APPURTENANCES 1
02 PETROLEUM CONTAMINATED FLUIDS GAL 55,000
03 PETROLEUM CONTAMINATED FLUIDS TREATMENT MOBILIZATION LS 1
04 PETROLEUM CONTAMINATED FLUIDS TREATMENT OPERATION LS 1
05 UNDERGROUND FUEL STORAGE TANKS AND ACCESSORIES LS 1
06 ABOVEGRQOUND FUEL STORAGE TANKS AND ACCESSORIES LS 1
07 REMOTE FUEL FILL STATIONS LS 1
08 FUEL DISPENSERS, SUMPS, HOSES AND ACCESSORIES LS 1
09 SUBMERSIBLE PUMPS AND ACCESSORIES LS 1

51



DATE

REVISED SUMMARY OF QUANTITIES (BASE BID)

FEBRUARY 2012

MULTI-AGENCY GREEN FLEET FUELING STATION - MT. READ OPERATIONS CENTER, PIN 4755.06
MONROE COUNTY, NEW YORK

ITEM DESCRIPTION UNITS QUANTITY
10 SPILL KIT EA 3
1 FIRE EXTINGUISHERS LS 1
12 STORAGE TANK MONITORING SYSTEM AND ACCESSORIES LS 1
13 FUEL MANAGEMENT SYSTEM AND ACCESSORIES LS 1
14 FIRE SUPPRESSION SYSTEM MODIFICATIONS LS 1
15 SUMP BASINS, ASSOCIATED PIPE SUPPORTS AND ACCESSORIES LS 1
16 UNDERGROUND SPILL PORT CONTAINMENT LS 1
17 UNDERGROUND MULTI-PORT SPILL CONTAINMENT LS 1
18 ABOVEGROUND TANK FILL PORT SPILL CONTAINMENT LS 1
19 FUEL STATION SIGNAGE PER SPECIFICATION SECTION 15486 LS 1
20 FUELING EQUIPMENT, ACCESSORIES AND SYSTEM TESTING, START-UP AND WARRANTY LS 1
21 CNG FUEL DISPENSING SYSTEM LS 1
22 CNG FUEL COMPRESSOR SYSTEM PACKAGE LS 1
23 CNG FUEL DRYER SYSTEM PACKAGE LS il
24 CNG FUEL DISPENSER SYSTEM PACKAGE LS 1
25 ABOVEGROUND CNG FUEL SCHEDULE 40 STEEL PIPE AND VALVES LS I
26 ABOVEGROUND CNG FUEL SCHEDULE 40 STEEL PIPE LS 1
27 CNG FUEL SEQUENCING CONTROL SYSTEM AND FUEL MANAGEMENT LS 1
28 CNG FUEL STORAGE SYSTEM LS 1
29 CNG SYSTEM AND APPURTENANCES FIELD TESTING, START-UP AND WARRANTY LS 1
30 UNDERGROUND SECONDARY CONTAINED FUEL PIPING AND VALVES LS 1
3N ABOVEGROUND FUEL PIPING AND VALVES LS il
32 FUEL VENT PIPING ABOVEGROUND AND UNDERGROUND LS 1
33 FUEL LEAK DETECTION SYSTEM AND ACCESSORIES LS 1
34 FUEL LEAK DETECTION SYSTEM AND ACCESSORIES TESTING, START-UP AND WARRANTY LS i
35 ABOVEGROUND FUEL PIPING HANGERS AND SUPPORTS LS 1
36 PROJECT SIGN LS 1
37 EMERGENCY FUEL SHUT-OFF SWITCHES EA 4
38 THREE-WAY MANUAL VALVE IN CONTAINMENT AREA CATCH BASIN EA 1
39 MONITORING WELLS AND COVERS LS il
40 TEMPORARY CALL BOX BACKBOARD AND ANTENNAE POST LS 1
4 TEMPORARY FUEL STORAGE TANKS, DISPENSERS, AND APPURTENANCES LS 1
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