NOTES:
1. METER PEDESTAL, ELECTRIC METER SOCKET AND RISER ASSEMBLY ARE TO BE INSTALLED PER UTILITY COMPANY REQUIREMENTS.
2. CONTRACTOR IS RESPONSIBLE FOR ACQUIRING PASSAGE FOR AN INSPECTION OF INSTALLED METER PEDESTAL BY NYS LICENSED ELECTRICAL UNDERWRITER.

ITEM 680.5002
CONCRETE BASE

ITEM 680.510401
BOX WITH FUSE KIT

ITEM 680.90920001
ELECTRIC METER SOCKET

ITEM 680.95110001
WOOD POST WITH TOP BEVELED 1"
PRESSURE TREATED BREAKAWAY

ITEM 680.5002
CONCRETE BASE

ITEM 680.502106
ON WOOD POST
CONDUITS MOUNTED
ZINC COATED STEEL
(2) 2" DIAMETER
SCHEDULE 80 PVC
CONDUIT (PER PLAN)
ITEM 680.521606MO
6"x 6"x 10' MINIMUM LENGTH
PRESSURE TREATED BREAKAWAY
WOOD POST WITH TOP BEVELED 1"
DIRECT BURIED 4' BELOW GROUND
ITEM 680.95110001

ITEM 680.700606
POWER POINT WOOD POLE

ITEM 680.520106
ON WOOD POST
CONDUITS MOUNTED
ZINC COATED STEEL
(2) 2" DIAMETER
STEEL RISER ASSEMBLY
MOUNTED ON WOOD POLE
ITEM 680.520106

ITEM 680.521606MO
2" DIAMETER SCHEDULE 80 PVC
CONDUIT (PER PLAN)
ITEM 680.521606MO
CONDUIT TO BE EXTENDED TO
UTILITY MANHOLE/PULL BOX FOR
UNDERGROUND CONNECTION,
OR UTILITY WOOD POLE FOR
OVERHEAD CONNECTION (PER PLAN)

ITEM 680.90920001
ELECTRIC METER SOCKET

1/14/2021
ISSUED

OVERHEAD CONNECTION

NOT TO SCALE